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Note: Outlets are on lower level 18" off the ground unless other wise noted

Disclaimer: Information included in this package is for illistrative purposes only. 
This document is a DRAFT and should not be used for construction. 

Sudo Room Outlet Details
Label Breaker Voltage Description Plug Type

A Balc #6_20A 110 Upper 
Level_Server Quad

B Balc #6_20A 110 Upper 
Level_Server Quad

C Balc #11_20A 110 3D Printer Quad
D Balc #11_20A 110 Museum Quad
E Balc #10_20A 110 Overhead L5-20
F Balc #10_20A 110 Overhead L5-20
G Balc #12_20A 110 60" up_South 

Wall Dual

H Balc #12_20A 110 60" up_South 
Wall Dual

I Balc #12_20A 110 West Wall Dual
J Balc #12_20A 110 West Wall Dual
K Balc #12_20A 110 West Wall Dual
L Stage 

#15/16_30A 220 Robot Arm L6-20

Draw1

Lawrence Engineering

WEIGHT: 

A3

SHEET 1 OF 1SCALE:1:1

DWG NO.

TITLE:

REVISIONDO NOT SCALE DRAWING

MATERIAL:

DATESIGNATURENAME

DEBUR AND 
BREAK SHARP 
EDGES

FINISH:UNLESS OTHERWISE SPECIFIED:
DIMENSIONS ARE IN MILLIMETERS
SURFACE FINISH:
TOLERANCES:
   LINEAR:
   ANGULAR:

Q.A

MFG

APPV'D

CHK'D

DRAWN


	Sheet1

