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Sudo Room Electrical

E6-Section B-B'

August 2014

Plug E Plug F

SJEOOW-NBR: 300V/25A 
Max, 3 Wire, 12 Awg

SJEOOW-NBR: 300V/25A 
Max, 3 Wire, 12 Awg

J-Box4 J-Box5

Suspended Electrical Details:
Outlet Box NEMA-1Yellow featuring a NEMA L5-20: 125V 20A-2pole twis lockfemail plug
J-box connection with a clamp down 1/2" in addition to strain relief affixed to beam.
Wire shall be SJEOOW-NBR: 300V/25A Max, 3 Wire, 12 Awg. 
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