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Sudo Room Electrical

Continued from East Wall 

Plug B

J-Box3

Plug G Plug HExisting Shelving of varying height

Existing Server Platform
Existing Workbench

Continue to West Wall 
Plug I 

Notes: 
J-box #3 is recommended for future installation of power access where shelving ements currently exist.1.

E3-South Wall Conduit Layout
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Rise vertically from Plug B to clear both the rail and the shelving
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