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Sudo Room Electrical

Continued from East Wall
Bend conduit at SW corner then
drop from chest height to 18" 
off floor

Plug I

Existing Workbench

OD 3/4"

Plug L
(240V)Plug J Plug K

Notes: 
120Vplugs shall be placed no further than 12 ft apart1.
Plugs shall be installed 18" above the floor2.

E4-West Wall Conduit Layout
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